Jefferson Electric

DRY TYPE TRANSFORMERS

MOUNTING INSTRUCTIONS

1. PROPERLY SECURE BRACKET TO WALL.

2. USE 1/2-13 HARDWARE AS SHOWN IN EXPLODED
VIEW TO SECURE TRANSFORMER TO BRACKETS
TORQUE TO 30 FT.LBS. (DRY>. HARDWARE SUPPLIED
WITH KIT
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INSTRUCTION SHEET

WALL MOUNTED TRANSFORMER
FOR 31-75KVA, 130°C RISE UNITS
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